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7 5TH LEVEL MODIFICATIONS PLAN - FIRE ALARM
1/8"=1-0"
@ INSTALL FIRE CALL BOX (REUSED/EXISTING BOX) AT CORRECT HEIGHT.
@ INSTALL SMOKE DETECTOR (REUSED/EXISTING DETECTOR).
INSTALL NOTIFICATION APPLIANCE (REUSED/EXISTING APPLIANCE) AT CORRECT
HEIGHT.
@ INSTALL NEW SMOKE DETECTOR FOR DOOR RELEASE.
NEW HSSD POWER SUPPLIES.
@ NEW HSSD SYSTEM.
@ ROUTE NEW CONDUIT AWAY FROM SEISMIC STRUCTURAL WORK. COMPLETE
FIRE ALARM CIRCUIT(S).
@ COORDINATE WITH NEW CEILING SYSTEM FOR ACCESS TO DEVICE FOR
SERVICING AND TESTING.
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